
1 REVISOR 4715.1750

4715.1750 WATER HAMMER.

In all building supply systems in which devices or appurtenances are installed which
cause noises due to water hammer, protective devices or approved mechanical shock
absorbers shall be installed as close as possible to the quick-acting valve causing the water
hammer. Where mechanical devices are used the manufacturer's specifications shall be
followed as to location and method of installation.

Statutory Authority: MS s 16B.59 to 16B.75; 326.37 to 326.45; 326B.101 to
326B.194; 326B.43 to 326B.49

History: 23 SR 686; L 2007 c 140 art 4 s 61; art 6 s 15; art 13 s 4; L 2008 c 337 s 64
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